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BUILDING DATA: {ERER
INDEX TO DRAWINGS W= Sl
USE GROUP: ©-2 (LOW HAZARD STORAGE) |0l ® 0| ®
14 YU vl 9
OCCUPANCT: 1© OCCURPANTS ~ % Z % Z
1920 Q. FT GENERAL 2 WORKING DAYTS z |k 3 0 ?t
) YPE v-B Q
CONSTRUCTION TYPE: ARCHITECTURA CALL ™MI8s DIG S0 s s
(MAXIMUM ALLOWABLE AREA FOR TYPE V-B, NON SPRINKLED 18 8502 5Q. FT. ) A-1 POST PLAN -8 -482 -T17] & o w e
3 W A-2 MAIN FLOOR PLAN 0
B | 7 3 A-3 ROOF PLAN RIS
"‘..' Michigan Ave 11| (@l & Q g
2 : OCCUPANT LOAD: A-4 EAST AND WEST ELEVATIONS i ININIRIRN
: 2 8 OCCUPANCY AREA é?:lcz:ﬁléANT gél&ﬁlglﬁFEEo(Aﬁg < A NORTH AND SOUTH ELEVATIONS o % S R
; A-5 BUILDING SECTION AND WALL SECTION S| QW0
L Chr _. MECHANICAL ROOM, 102 40 SQFT. 300 GROSS 1 OCCUP N ANIANIENEY /
L ; FUTURE RESTROOM, 21 12 8QFT. 300 GROSS I occuP MECHANICAL
Pond Sta Lf (i) GARAGE FLOOR, 122 686 SQFT. 200 GROSS 8 OCCcUP M-1 HEATING AND GAS PIPING PLAN < N
11}
ELECTRICAL
TOTAL BUILDING AREA 1920 SQFT. | AS NOTED 1© OCCUP. CTRICA 1 0 0
E- LIGHTING FLOOR PLAN ~ g }<:[ Q
o (9
2 E-2 POWER FLOOR PLAN Ny -
I [] 2-HourR PROTECTED PLUMBING GENERAL NOTES: S S ; Q
m agS‘e“_pe'r & B uweroTECTED P-1 PLUMBING DRAINAGE AND VENT FLOOR PLAN % Z O N
S S i & -2 POMESTIC PLUMBING FLOOR FLAN . CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND CONDITIONS ool 5 !
JAMES TWP. EIRE DEPT - [] sPRINKLED SHOUWN ON DRAWINGS AT THE JOB SITE AND SHALL NOTIFY w32 *
2 2 DESIGNER OF ANY DISCREPANCIES, OMISSIONS, AND/OR '<—[ g N (1A
2980 WEIGL RD. B uNePRINKLED CONFLICTS BEFORE PROCEEDING WITH THE JOB. A 8 ) _0)
SAGINAW, MI, 42629 2. CONTRACTOR MUST COMPLY WITH RULES AND REGULATIONS OF \ /
AGENCIES HAVING JURISDICTION AND SHALL CONFORM TO ALL
CITY, COUNTY, STATE AND FEDERAL CONSTRUCTION, SAFETY AND e N
SANITARY LAWS, CODES, STATUTES AND ORDINANCES. ALL FEES, O
TAXES, PERMITS, APPLICATIONS AND CERTIFICATES OF i
INSPECTION, AND THE FILING OF ALL WORK WITH GOVERNMENTAL
AGENCIES SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR. 1)) UZJ
1l
: 3. CONTRACTOR SHALL COMPLY WITH THE RULES AND =Z
REGULATIONS OF THE BUILDING A% TO THE MANNER OF HANDLING < o
MATERIALS, EQUIPMENT AND DEBRIS TO AVOID CONFLICT AND =1 579
INTERFERENCE WITH NORMAL BUILDING OPERATIONS. O m &)Q
10
4. ALL WORK SHALL BE PERFORMED BY SKILLED AND QUALIFIED 8 A g ARY)
WORKMEN IN ACCORDANCE WITH THE BEST PRACTICES OF THE HZ oz9
TRADES INVOLVED, AND IN COMPLIANCE WITH BUILDING 44 I
REGULATIONS AND/OR GOVERNMENTAL LAWS, STATUTES OR 0§ o
ORDINANCES CONCERNING THE USE OF UNION LABOR. 0 D) <0[:—[ -
— ~
/A\ L oOC AT | ON ]v[ Ap 5. EACH TRADE WILL PROCEED IN A FASHION THAT WILL NOT Z\y _w v a
DELAY THE TRADES FOLLOWING THEM. Ly £y X g
Norm NOT TO SCALE F gt
6. CONTRACTORS SHALL BE RESPONSIBLE FOR THE DISTRIBUTION Z T 303
OF DRAWINGS TO ALL TRADES UNDER THEIR JURISDICTION. =0 A2 %1
5 Z
1. ALL WORK SHALL BE ERECTED AND INSTALLED PLUMB, LEVEL, S MRy 9
MATEQIAL LE&END SQUARE, TRUE AND IN PROPER ALIGNMENT. 44 ool
8. ALL MATERIALS SHALL BE NEW, UNUSED AND OF THE HIGHEST
QUALITY IN EVERY RESPECT, UNLESS OTHERWISE NOTED.
MANUFACTURED MATERIALS AND EQUIPMENT SHALL BE
EARTH FILL BOARD/RIGID INSULATION INSTALLED PER MANUFACTURER'S RECOMMENDATIONS AND
APPLICABLE BUILDING CODES INSTRUCTIONS
) 2021 MICHIGAN BUILDING CODE 9. THERE SHALL BE NO SUBSTITUTION OF MATERIALS WHERE A
] GRANULARFILL LOOSE FILL/BATT INSULATION ICC All1-2003 ACCESSIBLE AND USABLE BUILDINGS AND FACILITIES MANUFACTURER 19 SPECIFIED. WHERE THE TERMS "EQUAL TO" OR
4 2221 MICHIGAN MECHANICAL CODE "APPROVED EQUAL" ARE USED, THE ARCHITECT SHALL )
__ i NFPA 12: NATIONAL ELECTRICAL CODE, 2923 EDITION DETERMINE EQUALITY BASED ON INFORMATION SUBMITTED BY
T Y| conereTe WooD BLOCKING 202 MicHIGAN PLUMBING CODE THE CONTRACTOR p <
Z v INTERﬁ o ioN Af?:UEL GDAs copE 0. ALL WORK AND MATERIALS SHALL BE GUARANTEED AGAINST
02! INTERNATIONAL FIRE CODE DEFECTS FOR A PERIOD OF AT LEAST ONE (1) YEAR FROM
BRICK :ng FINISHED LoOD APPROVAL FOR FINAL PAYMENT.
. CONTRACTOR SHALL BE RESPONSIBLE FOR CUTTING AND
PATCHING REQUIRED FOR THEIR WORK.
8888 LIGHTWEIGHT CONCRETE BLOCK FLYUWOOD - LARGE SCALE 2. CONTRACTOR SHALL AT ALL TIMES KEEP THE PREMISES FREE OF
ACCUMULATION OF WASTE MATERIALS OR RUBBISH, PREMISES TO Z
BE SWEPT CLEAN DAILY OF RELATED CONSTRUCTION DEBRIS.
— AT THE COMPLETION OF THE WORK, LEAVE THE JOB SITE FREE
CONCRETE BLOCK PLYWOOD - 8MALL SCALE OF ALL MATERIALS AND BROOM CLEAN.
13. DO NOT SCALE DRAWINGS, DIMENSIONS GOVERN. LARGER >
14, PATCH ALL AREAS WHERE FLOOR 16 NOT LEVEL OR TRUE PRIOR M
TO THE INSTALLATION OF FLOORING OR CARPETING.
B. TO INSURE PROPER AND ADEQUATE BLOCKING, ALL BLOCKING <ﬂ:
FOR CABINET WORK WILL BE THE RESPONSIBILITY OF THE
ARCHITECTURAL &YMBOLS CANET CoNTRACToR L
DESIGN LOADS: 6. UPON COMPLETION OF WORK THE CONTRACTOR SHALL WALK
THROUGH WITH BUILDING MANAGER AND COMPILE A "PUNCH LIST"
SECTION: INTERIO VATION: ROOF LIVE LOAD: 35 PSF OF CORRECTIONS AND UNSATISFACTORY AND/OR INCOMPLETE
SECTION: : FLOOR LIVE LOAD: PER IBC 222! 1602182 WORK. FINAL PAYMENT WILL BE CONTINGENT UPON THE
SECTION LETTER ELEVATION LETTER GROUND SNOW LOAD: 35 PeF COMPLETION OF THESE ITEMS.
SHEET NUMBER SHEET NUMBER ROOF SNOW LOAD: 35 PSF M. ANY CHANGE WHICH RESULTS IN EXTRA COST SHALL NOT
WIND DESIGN DATA: 19 PEF /20/42 PROCEED WITHOUT WRITTEN AUTHORIZATION BY CLIENT.
EARTHQUAKE DESIGN DATA: CLASS 3 M
LOAD BEARING VALUE OF SOILS: 8. THE OWNER ASSUMES NO LIABILITY FOR THE LOCATION OF
e 2500 PSF UTILITIES. ALL DAMAGE MADE TO EXISTING UTILITIES BY THE A ETE o
(VERIFT W/TEST) CONTRACTOR SHALL BE THE SOLE RESPONSIBILITY OF THE Q) Q
DETAIL: GUARD ¢ HANDRAIL: NONE CONTRACTOR 9 9
SPECIAL LOADS: NONE ' ®
PETAIL NUMBER (2) coLumGRD CONCRETE STRENGTH - SLAB ON GRADE: Z ‘! !] <
SHEET NUMBER 4000 Psl 91 z
CONCRETE STRENGTH - WALLS: = 3 A
4  ELEVATION TAG 3500 PSI 0 = I Y
. SITE PROPERTY LOCATION: 2982 WEIGL RD. - Q I
OO NIMBER o? SAGINAW, MI. 48609 S o v O
0 SITE LOCATED NN : SAGINAW COUNTY 1 ¥
O H
g SPOT ELEVATION (EXISTING) I 9 X
POPD' oot ELEVATION (NEW) § %‘l ?[
@ WINDOW LETTER + S -
» .<u Q
= « S[j
JTH| o
EXISTING CONTOUR LINE NEW CONTOUR LINE =z D & W
421 421 \ /
~ a
DRAWING
12 NORTH DESIGNATION C% = ]
|5 ROOF 8LOFE INDICATION NORTH
L | OF 12 )

THESE DRAWINGS AND SPECIFICATIONS ARE THE CONFIDENTIAL AND PROPRIETARY PROPERTY OF AUSTIN & ASSOCIATES AND SHALL NOT BE COPIED OR REPRODUCED WITHOUT WRITTEN AUTHORIZATION. THE CONTRACT DOCUMENTS WERE PREPARED FOR USE ON THIS SPECIFIC SITE IN CONJUNCTION

WITH TS ISSUE DATE AND ARE NOT SUITABLE FOR USE ON A DIFFERENT SITE OR AT A LATER TIME. USE OF THESE DRAWINGS FOR REFERENCE OR EXAMPLE ON ANOTHER PROJECT REQUIRES THE SERVICES OF PROPERLY LICENSED ARCHITECTS AND ENGINEERS.

REPRODUCTION OF THE CONTRACT DOCUMENTS FOR REUSE ON ANOTHER PROJECT IS NOT AUTHORIZED.

© 2023 AUSTIN & ASSOCIATES ARCHITECTS & PLANNERS
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DOOR SCHEDULE

DOOR + FRAME

ﬁgo " EOOCO""QT ION W f OﬁR iIZETI-K TYPE| MATERIAL TYPE| MATERIAL HAND SUING | HARDUARE REMARKS
MECH. ROOM, 121 30" x 1-0" x | 3/4" METAL HOL. MTL. PTD. RHR ADA LEVER HANDLE, LOCK TYPE PER OUNER

ADA TLT. RM, 122 310" x 10" x | 3/4" METAL HOL. MTL. PTD. LH ADA LEVER HANDLE, LOCK TYPE PER OUNER

GARAGE, 103 3-0"x 1-0" x | 3/4" METAL HOL. MTL. PTD. RHR ADA LEVER HANDLE, LOCK TYPE PER OUNER

() |aAracE, 103 12'-0" x 14-0" x | 3/4" METAL METAL TRACK OH ELECTRIC TROLLEY OPERATOR WITH REMOTE

() |aaracE, 103 12'-0" x 14'-0" x | 3/4" METAL METAL TRACK OH ELECTRIC TROLLEY OPERATOR WITH REMOTE

GENERAL NOTES:

. DOOR HARDWARE MANUFACTURER SHALL PROVIDE LOCKING AND KEYED SYSTEM FOR BUILDING AND SHALL CORRDINATE WITH OUNWER. AND PROVIDE SPARE KEYS TO THE OUNER

2. ALL DOOR HARPWARE SHALL BE NON-LOCKING AGAINST MEANS EGRESS.

WINDOW SCHEDULE

~
WINDOW NO. WINDOW 8IZE ( TYPE SCREEN | RouGH OPENING DETAILS REMARKS
123A 3-2'(W) x 4'-@"(H) > | caserent [ / No 2-PANELS, 3'-| 112", REF. FLOOR PLAN ¢ ELEVATIONS
1238 3-2'(W) x 4-0"(H) (| cAseMENT |\ NO 2-PANELS, 3'-1 112", REF. FLOOR PLAN ¢ ELEVATIONS
123C 3-0'(W) x 4'-0"(H) S | caserent | ] No 2-PANELS, 3'-| 112", REF. FLOOR PLAN ¢ ELEVATIONS
123D 3-0'(W) x 4'-0"(H) (| caserent K No 2-PANELS, 3'-1 112", REF. FLOOR PLAN ¢ ELEVATIONS
103E 3-2'(W) x 4'-0"(H) > | caseMent | ) No 2-PANELS, 3'-1 112", REF. FLOOR PLAN ¢ ELEVATIONS
0% 3-0'(W) x 4'-@"(H) [ [caserent |/ No 2-PANELS, 3'-| 112", REF. FLOOR PLAN ¢ ELEVATIONS
123G 3-2'(W) x 4'-9"(H) > | cAserenT | ) No 2-PANELS, 3'-1 112", REF. FLOOR PLAN ¢ ELEVATIONS
GENERAL NOTES: \Wﬂ/\/
A WINDOW FRAMES SHALL BE PROVIDED WHITE FINISH. CAULKING COLOR SHALL BE WHITE COLOR. INSTALLER SHALL CAULK WINDOW
FRAME SET IN WALL WITH MATCHING COLOR CAULKING OR SEALANT.
39" - 4" L
MIRROR
VERTICAL /
GRAB BAR
N\
GRAB BAR - 35"
\ MAX. ™MIN. ol
Y Z
. 2'-@" I'-@" GRAB BAR =X
’| MIN. \ MIN. ’| K
/) 1'-3"
(- D P (- ——) S
" - 18" TOILET—\ _3[ 3
‘ PAPER X "
) HOLDER - %
. ? =3 x| €
g ,
FLUSH HANDLE / ® ' Z 3 x
SHALL BE ON THE _| . » r R
OFPEN 8IDE OF — = Q o = x| ¥
BARRIER FREE TOILETS @ @ o «a
[ \ =
8CALE: 112" = I'-@" SCALE: 12" = I'-o" 8CALE: 112" = I'-@"
RIDGE VENT (TYP.)

o N

PRE-ENGINEERED

wo. TRUSS

LINE OF INSUL.
(SHOUN DASHED)

WALL OF MECHANICAL
ROOM, INSTALLED DURING
INITIAL CONSTRUCTION /

=k

MIRROR

|

T

NEW ADA \ =
UNI-SEX L
TOILET

122

8"@"

24" VERTICAL GB, TYP.
REF. DETAIL THIS SHEET

TRUSS BRG = 116'-0"

5'-1" ¢ CLEAR FLOOR

ENLARGED ADA TOILET ROOM PL AN

SCALE: 1/2"=]'-0"

MIN. 282 LB.
VERTICAL FORCE

/HAX. 172" DEFLECTION

)

MIN. 252 LB.
HORIZONTAL FORCE

GRABE BAR

NO SCALE

FIN. FLR.

PROVIDE 2"x4” ROOF
PURLINS @ 24" O.C.

DRIP STOP MATERIALS
OR DRIP STOP STEEL

TRUSSES DESIGN BY
MANF. LOADING

35-7-10 PSF

12 —
14" BLOWN=IN 4L— ¢/
INSULATION

// '
"‘w‘wlAw

SAAANNAAANAA

MET.
GUTTER

| foe

HURRICANE
CLIP TYP. @

\ INTERIOR METAL SHEATHING,

MET SOFFIT &/

FASCIA

PROVIDE 2"x4" WALL
PURLINS @ 24" O.C.

W./ COLOR STEEL C

0

VERING \

ON EXTERIOR — 29 GA.
(TYP. ALL WALLS)

PROVIDE 2"x4” ROOF
PURLINS @ 24" O.C.

DRIP STOP MATERIALS
OR DRIP STOP STEEL

= COATING.
,«,‘/ \«a
;,/ - NI 177 - - - - — - — - — — - \.:V
7~ Ny, TRUSS BRG = 116'—0"
M H N
M H N
PROVIDE 2"x4” WALL
i H PURLINS @ 24" O.C.
W./ COLOR STEEL COVERING
! ' ON EXTERIOR — 29 GA
(TYP. ALL WALLS)
M H N
M H N
M H N
L
-
”ll / - jr FIN FLR. = 100-0"
|
R &" 4OO0* CONCRETE FLOOR |
—Li_ W/*2 MESH OVER & MIL. VAPOR 0
L BARRIER W/ TAPED JOINTS ON o

MIN. " COMPACTED SAND FILL

2\ TYPIcAL BUILDING SECTION

SCALE: 3/le"=1'-0"

2”x10” GROUND

CONTACT PRESSURE
TREATED RAT GUARD
(TYP)

MANUFACTURED LAMINATED
6x6 POST WITH

TREATED SECTION.

24” DIA X 12" DEEP
POURED IN PLACE CONC.
FOOTING (TYP.)

BOTT OF FTG @ 48"

2X6 UPLIFT BRACING
ON EACH SIDE OF POST (TYP.)

2"x10" GROUND
CONTACT PRESSURE
TREATED RAT GUARD

EA. TRUSS
COLOR PER OUWNER, TYF.

1 3/4"x11 7/8" CARRIERS
8 16'-0" AFF. TO TOP.
EACH SIDE OF POST

INTERIOR METAL SHEATHING,
COLOR PER OWNER, TYP.

3" SPRAY FOAM, TTP.

A

" 4000* CONCRETE FLOOR W/H*@
MESH OVER & MIL. YVAPOR BARRIER W/
TAPED JOINTS ON MIN. " COMPACTED
SAND FILL

(TYP)
100-0 GRADE
MANUFACTURED LAMINATED — |
3—PLY 6x6 POST WITH
] TREATED SECTION. @ 8'—0”
9 0.C. U.N.O.
_ﬂ'

2X6 UPLIFT BRACING ON
EACH SIDE OF POST (TYP.)

24” DIA X 12" DEEP /

POURED IN PLACE CONC.
FOOTING (TYP.)

SCALE: 172" = |

I_QII

3"

4'-@"

N PR,

a.

R AL A
AR AT AATYE EA B

N WA SECTION
o LL SE

6" PIPE BUMPER POST
FILLED W/ CONCRETE,
COLOR PER OWNER

TYP. ASPHALT
¢ STONE BASE

6" HOLE FILLED
W/ CONCRETE

PIPE BOLLARD DETAIL

SCALE:

12" = I'-@"
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EQUIPMENT SCHEDULE

F-1
SHUTTER-MOUNTED EXHAUST FAN
MANUFACTURER: DATTON
MODEL*: 484X4]
PREPUNCHED /4 X 1/2" SLOTTED MOUNTING HOLES
18 IN. BLADE
POWER REQUIREMENTS: 1BV / e@HZ
SHUTTER BLADES ¢ FRAME MATERIAL: ALUMINUM
PROPELLER MATERIAL: ALUMINUM, GALVANIZED STEEL
CERTIFICATIONS: UL/cUL 125
RECOMMENDED SPEED CONTROL: N/A
MAX. EXHAUST AIRFLOW @ 22002 IN SP: 328 CFM
EXHAUST AIRFLOW @ 2.125 IN SP: 2B&7 CFM
EXHAUST AIRFLOW @ 2252 IN &F: 2201 CFM
MOTOR HP: 174
MOTOR RFPM: 1550
SQ. OPENING REQ. (IN.): 19
AMPS: 3.2
(OR EQUAL)

D-l

MOTORIZED AIR INTAKE DAMPER
MANUFACTURER: DAYTON

MODEL*: BNKK3

ALUMINUM HEAVY DUTY MOTORIZED YOLUME CONTROL DAMPERS
172" FLANGED FRAME W/ WELDED CORNERS
STAINLESS STEEL JAMB

INTERNALLY MOUNTED FACTORT INSTALLED POWER OFEN / SPRING
CLOSE MOTOR WITH AN END SWITCH

3502 FPM MAXIMUM YELOCITY

FLANGE TYPE: HAT CHANNEL

FRAME MATERIAL THICKNESS: 14-GAUGE
BLADE TYFPE: FLAT BLADE

BLADE MATERIAL: GALVANIZED STEEL
ELECTRICAL CONNECTION: HARDWIRED
MAXIMUM PRESSURE: 4" WG.

FREE AREA: 2. SQFT.

ROUGH OFENING HEIGHT: 22 IN

RoOUGH OFPENING WIDTH: 22 IN

SQ. OPENING REQ. (IN.): 20"x20"

(OR EQUAL)

CONTRACTOR NOTES:

. VENTILATION TO BE PROVIDED DURING
THE PERIODS THAT THE SPACE IS
OCCUPIED.

2. MECHANICAL CONTRACTOR SHALL
PROVIDE AIR BALANCE REFPORT FOR
VENTILATION SYSTEM WHEN PROJECT 1S
COMPLETE.

INSTALLATION NOTE:

. GAS PIPING INSTALLED OUTDOORS SHALL BE PROTECTED
FROM CORROSIVE ACTION AND MOISTURE.

OUTSIDE AIR QUANTITY/CALCULATION

H-1 H-1
DETROIT RADIANT PRODUCTS COMPANY

LOW INTENSITY INFRARED TUBE HEATER

MODEL * DES3-20-15

15000 BTU/H

ELECTRICAL REQUIREMENT: 120 VAC / 6@ HZ / 3 WIRE
REQUIRED GAS MANIFOLD PRESSURE: 35" WC.
MINIMUM INLET PRESSURE: 52" W.C.

MAXIMUM INLET PRESSURE: 142" WC.

WEIGHT: 120 LBS

DIMMENSIONS: 21'-9" L X I'-6 1/2" W X 9 B/8" H

GAS SIZING BASED ON T" WC. (174 PSI) GAS

WITH 25" WC. PRESSURE DROP

SCHEDULE 42 METALLIC PIFE

LONGEST RUN METHOD (54 FT)

BASED ON TABLE 492.4(2) OF THE IFGC CHAPTER 4.
TOTAL LOAD PROVIDED: 15 MBH

ADDITIONAL GAS FIRED EQUIPMENT MAY REQUIRE
INCREASE IN GAS SIZES SHOWN

NEW GAS SERVICE AND METER BANK
BY LOCAL UTILITY GAS SIZING BASED
ON 7" WC. (174 PS1) GAS SCHEDULE 42
METALLIC PIFPE

Ll

REPAIR GARAGES, ENCLOSED PARKING GARAGES:

8—eAe—eAe—eAe—eAe—eAe—m—w——m—w—m—w—m—w—m—w—m—w—w—w—m—

N

SHUTTER MOUNT EXHAUST FAN

NORTH

TO OUTSIDE, SEE SPEC'S FOR
&" MIN CLEARANCE

NEW HEATING AND GAS PIPING PLAN

SCALE: 1/4"=1'-@"

AREA OUTDOOR AIRFLOW RATE: - © cFM
PEOPLE OUTDOOR AIRFLOW RATE : -- - © CFM
EXHAUST AIRFLOW RATE: 18Il SQFT. x @.15 CFM/SQFT. = 1358 CFM
TOTAL EA REQD = 1358 CFM
TOTAL E.A PROVIDED = 2567 CFM
3/4" NG. 46 COMBUSTION
(UP +&'-0" AIR INLET W/
1O CEILING) BIRD SCREEN
I X X | — X
A—)— GAS—— GAB—— GAS—— GAS mo—m—mo—m—mo—m—m—a»—m—a»—mq
MECHANICAL 3/4" NG. / s
ROOM 2/4" NG 3
2l PROVIDE DIRT LEG, 8HUT-OFF 3 $
- AND PRY (A8 REQUIRED) AT Q
CONNECTION POINT TO UNIT
T BLOWER/
) Futu=e apa STORAGE PR Box 1
UNI-SEX 1-DAY DIGITAL THERMOSTAT,
TO”_ET VERIFY FINAL LOCATION oD
JOILET i WITH OWNER
i22] <<;1
I
Y-
\ -1
COMBINATION
LOUVER DAMPER
= i
1 (X . - .
o /o/ o
4" EXHAUST FLUE THRU WALL
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FIXTURE LEGEND

NEW 12" X 24" LED LINEAR HIGH BAY WITH SELECTABLE CCT AND
LUMEN WITH AIRCRAFT CABLE SUSPENSION MOUNT (WAREHOUSE
LIGHTING MODEL: X-LHBD2F(105/20/80 M-(42/50 KAA

NEW PORCELAIN SOCKET LIGHT FIXTURE

NEW RESTROOM EXHAUST FAN (@ CFM)

NEW BATTERY BACKED EXIT/EMERGENCY COMBO UNIT WITH RED
LED LETTERS (LITHONIA *CR Mo OR APPROVED EQUAL)

L& O 2

NEW BATTERY BACKED DUAL HEAD EMERGENCY LIGHT (LITHONIA
*ELM2 OR AFPPROYED EQUAL)

O

NEW DIE-CAST EMERGENCY LIGHTING UNIT (REMOTE)
LITHONIA LIGHTING - "AFFINITY" ELA-AFINR-DB EXTERIOR
WALL-MOUNTED WET LOCATION REMOTE FIXTURE, DIE-CAST
ALUMINUM HOUSING, DARK BRONZE FINISH, (2) @ WATT XENON
LAMPS, -4@ DEG. F. TO 6@ DEG. F. TEMPERATURE RANGE.
POUERED BY EM2 OR EM4 EMERGENCY BATTERY PACKS.

3

NEW 3 LIGHT FLUSH-MOUNT CHROME VANITY MIRROR LIGHT FIXTURE

NEW LITHONIA LIGHTING CONTRACTOR SELECT TWS 1" TALL LED
COMMERCIAL WALL PACK (TWS LED ALO SWW2 MYOLT FPE PDB M2)

NEW LITHONIA LIGHTING (OLCFM) OUTDOOR LED CAST FLUSH MOUNT
mw

| EGEND

JUNCTION BOX

RECEPTACLE

QUADRUPLEX

FLOOR RECEPTACLE

GROUND FAULT RECEPTACLE

WEATHER PROOCF

DISCONNECT

EXHAUST FAN

LIGHT SWITCH

LIGHT SWITCH - 3 WAY

LIGHT SWITCH - DIMMER

TELEPHONE

POWER DISTRIBUTION PANEL

LIGHTING NOTES

EMERGENCY EGRESS LIGHTING SHALL BE CONNECTED AHEAD
OF LIGHTING IN THE SAME AREA/CIRCUIT FOR WHICH THE
EMERGENCY LIGHTING OCCURS PER NEC .12

ELECTRICAL CONTRACTOR TO VERIFY FINAL SWITCH
LOCATIONS WITH OUNER.

SEE MANUFACTURER'S WIRING REQUIREMENTS FOR TIMER
SWITCHES AND 32-WAY SWITCHING

CONNECT THROUGH EXTERIOR LIGHTING CONTACTOR FOR
DUSK-DAUN OFPERATION VIA PHOTOCELL.

CONNECT LIGHTS DESIGNATED WITH "NL" TO REMAIN
ON 24 HOURS AS UNSWITCHED SECURITY LIGHTING (TYPICAL)

AdI5)
— X X <L ——] X
MECHANICAL
ROOM
121 Q{
8
FUTURE ADA
UN|-SEX — — - it
12?2 \
IR A(B) ]
0]:r5 NEW MAIN
- DISTRIBUITION
NEW EMERGENCY EGRESS LIGHTING PANEL 'A! .
TO BE CONNECTED AHEAD OF 1
IGHTING IN THE SAME AREA STORAGE
FOR WHICH [T IS TO OPERATE,
FIELD VERIFY APPROPRIATE CIRCUIT.
AC15)
|Zg A(13) B
- - /
/ — T — —
= =
A13)
Ad13)
— ) == = == =
> ) X X X
AC15) (o) O a0 / ACB)
EM
NEW LED WALL PACK
TO MATCH EXISTING
NEW EM NCY EGRESS LIGHTING BUILDING (TYF.)
TO BE CONNECTED AHEAD OF
LIGHTING IN THE SAME AREA
EOR WHICH [T 1 TO O T
El [FY APPROPRIATE CIRCUIT.
\ _/
X

NEW ELECTRICAL LIGHTING FLOOR PLAN

SCALE: 1/4"='-@"

NORTH

g A(1B)

NEW ELEC.

METER (CONNECT TO
EXISTING PP. NEAR
NORTHEAST PROP.
CORNER

JAMES TUP. FIRE DEPARTMENT
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NEW MAIN
DISTRIBUITION
PANEL ‘A’

200 AP
19-3W, 120/240Y
20 CKT

NN

(D% AlG CU GROIND  —
LISTED BONDING CLAMP

2- 2 1/2" CONDUIT
2 - (4) 40 Ala cU
(TO NEW BUILDING)

:
¥

GRADE

WATT/HOUR METER
FURN. BY ELEC. CO.
INSTALLED BY
ELEC. CONTR

&' GRD. ROD
8

GROUND PER

NEC ART 250

CLAMP GROUND
TO HORIZONTAL REROD
IN CONCRETE FOOTING

BOND ALL WATER ¢ GAS LINES, CONNECTIONS
SHOULD OCCUR WITHIN THE FIRST 5 FEET
AFTER THE PIPE ENTERS THE STRUCTURE.

ELECTRICAL RISER DIAGRAM

NO SCALE

| EGEND

JUNCTION BOX

RECEPTACLE

QUADRUPLEX

FLOOR RECEPTACLE

GROUND FAULT RECEPTACLE

i WEATHER PROOCF

DISCONNECT

EXHAUST FAN

$ LIGHT SWITCH

LIGHT SWITCH - 3 WAY

LIGHT SWITCH - DIMMER

TELEPHONE

POWER DISTRIBUTION PANEL

CONTRACTOR NOTES:

. ALL ELECTRICAL WORK SHALL BE CONDUCTED IN A SAFE MANNER AND
CONTRACTOR SHALL COMPLY WITH THE NATIONAL ELECTRIC CODES, OSHA
STANDARDS AND SAFETY REGULATIONS AND RULES FOR CONSTRUCTION INDUSTRY.

2. CONTRACTOR SHALL BALANCE THE ELECTRICAL LOAD AND SUBMIT AS-
BUILT DRAUWINGS SHOWING THE BRANCH CIRCUIT NUMBER(S) AND ELECTRICAL
CHANGES IF ANY.

3. ALL WIRES AND CABLES SHALL BE COPPER, STRANDED, TYFPE THHN,
AND IDENTIFIED WITH THE VISUAL COLOR CODE AS REQUIRED BY THE
NATIONAL ELECTRICAL CODE. (NEC)

4. EL ECTRICAL AND COMMUNICATION CONDUITS SHALL BE ELECTRICAL
METALLIC TUBING (EMT) TYPE AND SIZED AS REQUIRED BY THE NEC
CODES, UNLESS OTHERWISE NOTED. CONNECTORS AND COUFLINGS FOR
CONDUITS SHALL BE SCREW TYFE.

5. ALL EXPOSED CONDUITS, J-BOXES AND THEIR RELATED SUPPORT
ITEMS SHALL BE PAINTED TO MATCH EXISTING FINISH.

©. ALL DISTRIBUTION EQUIPMENTS/DEVICES SHALL BE UL. LISTED,

SIZED AND CONFORM WITH THE NATIONAL ELECTRICAL CODE AND THE
APPLICABLE STANDARD OF THE [EEE. ANS., AND NEM.A.

7. CONTRACTOR SHALL FURNISH, INSTALL AND CONNECT ALL EQUIPMENT
GROUNDS IN STRICT ACCORDANCE WITH THE REQUIREMENTS OF THE
NATIONAL ELECTRICAL CODE, ARTICLE 250, WETHER OR NOT INDICATED
ON THE DRAUINGS OF SPECIFIED HEREIN.

\ +4" CABLE

BY ELEC. CO.

NEW 42-GALLON

ELECTRIC WATER HEATER
MANUFACTURER: BRADFORD WHITE
MODEL* M-2-42TeDS-INCUW
CAPACITY: 49 GALLONS.
DIMENSIONS: 52.75"H, 18" DIA.

WEIGHT: 1@ LBS.

WATER CONNECTIONS: 3/4-INCH NPT.

YOLTAGE: 240V

HEATING ELEMENTS: DUAL 4502W SCREW-IN
TYPE IMMERSION ELEMENTS.

OPERATION: NON-SIMULTANEOUS

(ONLY ONE ELEMENT HEATS AT A TIME

TO REDUCE ELECTRICAL LOAD).

FIRST HOUR DELIVERY: 56 GALLONS.
RECOVERT RATE: 21 GALLONS PER HOUR (GFPH)
AT A 92°F TEMPERATURE RISE.

ENERGY FACTOR: ©.92
(OR EQUAL)

NEW MAIN DISTRIBUITION PANEL "A" SCHEDULE - 4@ CIRCUIT

PANEL - A VOLTAGE — 120/240V MAINS — 200 AMP MOUNTING DIMENSIONS SPECIAL_EQUIPMENT
TYPE — SQUARE D PHASE - 190 WIRES - 3 __ LUGS X BRKR X FLUSH WIDTH ____  HEIGHT X INSULATED GROUND
LOCATION — STORAGE AC - X_TOP____ BOTTOM __ SURFACE DEPTH
CIR BREARERS|WIRE| cireuit| |cireurt| WIRE |BREAKERS CIR
No. | LoAP DESCRIPTION P_AMP|SIZE| Loap | | Loap |sizE | P_amp| HOAD DESCRIPTION NO.
! RECEPT - STORAGE EAST WALL | | 2@ 360 540 | | 20 | RECEPT - STORAGE NORTH WALL 2
3 | RECEPT - STORAGE WEST WALL I [ 22 540 540 | | 22 | RECEPT - STORAGE SOUTH WALL 4
5 | ADA UNISEX BATHROOM | | 22 396 225 | [ 22 [MECHANICAL ROOM %
1 | EXHAUST FAN (EF-1) ¢ INTAKE DAMPERS (D-1) 1 [ 20 840 122 | | 22 |RECEPT - EXTERIOR &
9 | INFRARED TUBE HEATER 1 | 20 ) 2000 | | 22 |6-GALLON ELECTRIC WATER HEATER 2
| sPARE 1 | 20 1 | 22 |sPARE 12
13 | LTG. - 8TORAGE 1 | 20 280 1 | 20 |sPARE 14
5 LTG. - EXTERIOR 1 20 123 1 20 |SPARE 16
11| sPARE 1 | 22 1 | 22 |sPARE &
12 | ePARE 1 | 22 1 | 22 |sPARE 20
21 | sPARE I | 20 | | 20 |SPARE 22
23 |sPARE I | 20 1 | 20 |sPARE 24
25 |sPARE | | 22 || 20 |SPARE 26
27 |sPARE | | 22 1 | 20 |sPARE 28
29 |sPARE | | 20 1 | 20 |sPARE 30
31 | sPARE | | 20 | | 20 |SPARE 32
33 |sPARE 1 |22 | | 20 |sPARE 34
35 |SPARE 1 |22 1 [ 22 [sPARE 36
31 |sPARE 1 |20 1 | 22 |sPARE 38
39 |sPARE 1 | 20 1 | 20 |sPARE 40
TOTAL WATTS 3,419 4225
TOTAL WATTS 1,444
TOTAL CONNECTED AMPS 304
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ENERAL PLUMBING NOTES

G

DRAUINGS ARE DIAGRAMMATIC. LOCATION OF PLUMBING 1S APPROXIMATE.

ALL PLUMBING WORK SHALL BE GOYERNED BY THE STANDARDS AND SFPECIFIED
REQUIREMENTS OF THE LOCAL INSPECTIONS BUREAU, STATE PLUMBING CODE AND

THE LOCAL DRPUW. PLUMBING CODE, WITH THE MOST STRINGENT REQUIREMENTS TO GOVERN.

ALL PLUMBING FIXTURES AND APFPLIANCES INDICATED ON THE PLANS SHALL BE PIPED AND
VENTED IN ACCORDANCE WITH THE PLUMBING FIXTURE SCHEDULE OR AS OTHERUWISE REQUIRED
TO MEET CODE REQUIREMENTS.

ALL SERVICE METERING, SHUT OFF VALVES, BRANCH PIPE VALVES, C.O.'S VENTING AND REVENTING
SHALL MEET LOCAL CODE. A CLEANOUT SHALL BE REQUIRED PER PLUMBING CODE OR SHALL BE
REQUIRED AT 52' IN HORIZONTAL DRAINAGE LINES OF 4" IN DIAMETER OR LESS, AND NOT MORE THAN
100" APART FOR LARGER FIFPES.

SHOULD ANY CONFLICT OCCUR BETWEEN LOCAL CODE AND SPECIFICATION REQUIREMENTS, THEN THE
MOST STRINGENT REQUIREMENTS SHALL GOVERN. AT ALL TIMES USE THE BEST STANDARDS OF
PRACTICE AND THE BEST QUALITY OF MATERIALS AND WORKMANSHIP.

WHEN BIDDING THE JOB, PLUMBING CONTRACTOR SHALL SUBMIT AN ITEMIZATION OF MATERIALS AND
SHALL BE ALLOUWED TO MAKE RECOMMENDATIONS SO LONG AS THE BID PROFPOSAL 1S SO QUALIFIED.

ALL DOMESTIC HOT ¢ COLD WATER LINES WITHIN THE BUILDING SHALL BE INSULATED WITH 172" THICK
ONE-PIECE FIBERGLASS AND FINISHED WITH A FACTORY APPLIED SELF-SEALING, PRE-SIZED "ASJ"
ALL SERVICE YAPOR BARRIER JACKET.

ALL SANITARY WASTE ¢ VENT LINES SHALL BE PVYC PIPE UNLESS OTHERWISE SPECIFIED BY
LOCAL OR STATE AGENCIES.

ALL SANITARY LINES SHALL BE AT I/8" PER FT. UNLESS NOTED OTHERWISE.
MATERIALS SHALL BE AS FOLLOWS:

A WATER PIPING TO BE "PEX"

B. NEW WASTE PIPING TO BE PVC (SEE NOTE *1)

C.  NEW VENTS TO BE PVC (SEE NOTE *1)
ALL INDIRECT WASTE LINES EXCEEDING 24" IN LENGTH SHALL BE TRAPPED.
PROVIDE A FIXTURE SHUT-OFF IN ALL WATER SUPPLY LINES TO PLUMBING FIXTURES.
PROVIDE ALL FIXTURES FITTINGS AND ACCESSORIES FOR A COMPLETE INSTALLATION.

ALL UNUSABLE DISCARDED MATERIAL RELATIVE TO THE FPLUMBING WORK SHALL BE REMOVED
FROM THE PROJECT BY THIS CONTRACTOR.

PHYSICALLY HANDICAPPED FIXTURES SHALL BE INSTALLED IN STRICT ACCORDANCE WITH THE
AMERICANS WITH DISABILITIES ACT REQUIREMENTS AND STATE/LOCAL CODE REQUIREMENTS.

PLUMBING CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO BIDDING.

TEMPERED WATER SHALL BE PROVIDED AT ALL REQUIRED ACCESSIBLE PLUMBING FIXTURES
PER 2023 MPC. SEC. 6271l (2)H.

TOILET FLUSH HANDLES SHALL BE ON THE OFEN SIDE OF BARRIER FREE TOILETS

12" MIN.

VENT STACK EXTENTION
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[ ROOFING

== =

12" MIN.

|74

|
] \
OPTIONAL CLAMPING COLLAR
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NEW 42-GALLON
ELECTRIC WATER HEATER
MANUFACTURER: BRADFORD WHITE
MODEL* M-2-42T6eDS-INCWW

PLUMBING NOTES:

. TEMPERED WATER SHALL BE PROVIDED AT ALL REQUIRED
ACCESSIBLE FPLUMBING FIXTURES PER 2221 MPC. SEC. 2.1 (2)H.

2. TOILET FLUSH HANDLES SHALL BE ON THE OFEN SIDE OF

BARRIER FREE TOILETS

3. ALL PIPES 3" AND GREATER PENETRATING WALL TOP PLATES
MUST RUN THROUGH A METAL SLEEVE. SLEEVE TO GO FROM TOP

OF WALL CAVITY INTO ATTIC SPACE.

LEGEND

COLD WATER

HOT WATER

DIRECTIONAL FLOW ARROW

CAPACITY: 40 GALLONS. T i , ‘
DIMENSIONS: B3.15"H, 8" DIA. I B | [ IX I | |
WEIGHT: 1lo LBS.
WATER CONNECTIONS: 3/4-INCH NPT. |
VYOLTAGE: 240V NEW MoP I MECHANICAL
HEATING ELEMENTS: DUAL 4500U SCREW-IN SINK ROOM
TYPE IMMERSION ELEMENTS. ) T
OPERATION: NON-SIMULTANEOUS 374" cw. ~ N 2l
(ONLY ONE ELEMENT HEATS AT A TIME y
TO REDUCE ELECTRICAL LOAD). " A . " NEW ADA _
FIRST HOUR DELIVERY: 56 GALLONS, 3/4" HW. 172" HW, /- 3/4" Cl. TOILET
RECOVERY RATE: 2| GALLONS PER HOUR (GPH) A v N4
AT A 20°F TEMPERATURE RISE. 3/4% HW. .
ENERGY FACTOR: @22 A| ‘o 172" .
(OR EQUAL)
LAV | UNI-SEX
X RESTROOM X
N
bll D-
N
374" cuw, =
STORAGE
A 4" TRENCH / 4" TRENCH /
i DRAIN DRAIN 5
N 6" FD.
\-3/4" ClU.
A
P X
A
N 3/4" CW 3/4" HULL
-3/4" CA. / - : HOSE BIB (TYP.)
- — — (= - — = — - —
K—L_h < ( == ~ =N = )
X W
(o] o
/bq
NEW 3/4" SERVICE WATER LINE NEW DOMESTIC PLUMBING FLOOR 2L AN
FROM WATER MAIN Norr SCALE: 1/4"=1'-0"
X

JAMES TUP. FIRE DEPARTMENT
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